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Prazské vodovody a kanalizace, a.s.
Ke Kablu 971/1, Hostivaf, 102 00 Praha 10

ICO: 25656635 DIC: CZ25656635

BANKOVNI SPOJENI: KB 4000505031/0100

Kvalita pitné vody pro pdsma se zdrojem: Karany

Za obdobi: leden 2023 - prosinec 2023

Parametr Jednotka Pramér Hygienicky limit
Clostridium perfringens KTJ/100ml 0 max.0 KTJ/100ml MH
Escherichia coli KTJ/100ml 0 max.0 KTJ(MPN)/100mI NMH
intestinalni enterokoky KTJ/100ml 0 max.0 KTJ/100ml NMH
koliformni bakterie KTJ/100ml 0 max.0 KTJ(MPN)/100m| MH
poéty kolonif pfi 22°C KTJ/ml 0,3 max.300 KTJ/ml MH
poéty kolonii pfi 36°C KTJ/ml 0,1 max.100 KTJ/ml MH
mikroskopicky obraz - abioseston % 1,5 max.5 % MH
mikroskopicky obraz - poget organismi jedinci/ml 0 max.50 jedinci/ml MH
mikroskopicky obraz - Zivé organismy jedinci/ml 0 max.0 jedinci/ml MH
amonné ionty mg/| 0,03 max.0,50 mg/l MH
barva mg/l Pt 2 max.20 mg/l Pt MH
bromi¢nany po/l <1,0 max.10 pg/l NMH
dusiénany mg/| 22,9 max.50 mg/l NMH
dusitany mg/l <0,01 max.0,50 mg/l NMH
fluoridy mg/l 0,13 max.1,5 mg/l NMH
hoteik mg/l 7,2 20 - 30 mg/I DH
chlor volny mg/l 0,10 max.0,30 mg/l MH
chlore&nany + chloritany (suma) po/l 17,0 max.200 pg/l NMH
chloregnany po/l 17,0 max.200 pg/l NMH
chloridy mg/| 30,2 max.100 mg/l MH
chloritany pg/l <10,0 max.200 pg/l NMH
chut ° 2 max.2 © MH
KNK 4.5 mmol/l 3,43
konduktivita mS/m 58,7 max.125 mS/m MH
kyanidy celkové mg/l <0,010 max.0,050 mg/l NMH
pach ° 2 max.2 ©° MH
pH - reakce vody - 7,32 6,5-9,5- MH
sirany mg/| 66,2 max.250 mg/l MH
suma pesticid. latek bez nerelevantnich ng/l 18,5 max.500 ng/l NMH
teplota vody °C 11,5 8,0-12,0°C DH
TOC - celkovy organicky uhlik mg/l 1,31 max.5,0 mg/l MH
vépnik mg/| 87,3 40 - 80 mg/I DH
vapnik a hof&ik mmol/I 2,48 2 - 3,5 mmol/l DH
zékal ZFn <0,50 max.5 ZFn MH
Zelezo mg/| 0,04 max.0,20 mg/l MH
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Parametr Jednotka Priimér Hygienicky limit
antimon mg/l <0,0010 max.0,005 mg/l NMH
arsen mg/l <0,0010 max.0,01 mg/l NMH
berylium po/l <0,10 max.2,0 ug/l NMH
bér mg/l <0,050 max.1,0 mg/l NMH
draslik mg/| 3.1
hlinik mg/l <0,005 max.0,20 mg/l MH
chrom mg/l 0,0012 max.0,05 mg/l NMH
kadmium mg/| <0,00010 max.0,0050 mg/l NMH
mangan mg/l 0,006 max.0,050 mg/l MH
méd mg/l <0,005 max.1 mg/l NMH
nikl mg/l 0,0011 max.0,02 mg/l NMH
olovo mg/l <0,0010 max.0,01 mg/l NMH
rtut mg/| <0,0002 max.0,001 mg/l NMH
selen mg/| <0,0010 max.0,01 mg/l NMH
sodik mg/| 13,2 max.200 mg/l MH
stfibro mg/| 0,0010 max.0,025 mg/l NMH
2,4 D (2,4-dichlorfenoxyoctové kyselina) ng/l <10,0 max.100 ng/l NMH
2,4-DP (dichlorprop) ng/l <20,0 max.100 ng/l NMH
2,6-dichlorobenzamid ng/l 10,1 max.3000 ng/l NMH
4-acetamidoantipyrine ng/l <10,0
4-formylaminoantipyrine ng/l <10,0
Acebutolol ng/l <10,0
Acesulfam ng/l 81,3
acetamiprid ng/l <10,0 max.100 ng/l NMH
acetochlor ng/l <10,0 max.100 ng/l NMH
acetochlor ESA ng/l <20,0 max.100 ng/l NMH
acetochlor OA ng/l <20,0 max.100 ng/l NMH
aclonifen ng/l <20,0 max.100 ng/l NMH
alachlor ng/l <10,0 max.100 ng/l NMH
alachlor ESA ng/l <20,0 max.1000 ng/l NMH
alachlor OA ng/l <20,0 max.1000 ng/l NMH
Alfuzosin ng/l <10,0
Atenolol ng/l <10,0
atrazin ng/l <10,0 max.100 ng/l NMH
atrazin desethyl desisopropyl ng/l 17,5 max.100 ng/l NMH
atrazin-desethy! ng/l <10,0 max.100 ng/l NMH
atrazine desisopropyl ng/l <10,0 max.100 ng/l NMH
atrazine-2-hydroxy ng/l <10,0 max.2000 ng/l NMH
Azithromycin ng/l <20,0
azoxystrobin ng/l <10,0 max.100 ng/l NMH
bentazon ng/l <10,0 max.100 ng/l NMH
1-H-Benzotriazol ng/l 116,6 max.4000 ng/l NMH
1-methyl-1-H-Benzotriazol ng/l <20,0
5-methyl-1-H-Benzotriazol ng/l 20,9 max.4000 ng/l NMH
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Parametr Jednotka Priimér Hygienicky limit

Bezafibrate ng/l <10,0

bifenox ng/l <50,0 max.100 ng/l NMH
bisfenol-A ng/l <50,0

bisfenol-B ng/l <50,0

bisfenol-S ng/l <50,0

Bisoprolol ng/l <10,0

Butachlor ESA ng/l <20,0 max.100 ng/l NMH
Butachlor OA ng/l <20,0 max.100 ng/l NMH
Butylparaben ng/l <10,0

Caffeine ng/l <200,0

Carbamazepine ng/l 11,2

Carbamazepine-2-hydroxy ng/l <10,0

Carbamazepine 10,11-dihydro ng/l <10,0

Carbamazepine 10,11-dihydro-10-hydro ng/l <10,0

Carbamazepine 10,11-epoxid ng/l <10,0

carbendazim ng/l <10,0 max.100 ng/l NMH
Celiprolol ng/l <10,0

Citalopram ng/l <10,0

Clarithromycin ng/l <10,0

Climbazole ng/l <10,0

Clindamycin ng/l <10,0

Clofibric acid ng/l <20,0

clomazone ng/l <10,0 max.100 ng/l NMH
clopyralid ng/l <10,0 max.100 ng/l NMH
clothianidin ng/l <10,0 max.100 ng/l NMH
Cotinine ng/l <10,0

cyanazin ng/l <10,0 max.100 ng/l NMH
Cyclamate ng/l <50,0

Cyclophosphamide ng/l <10,0

cyprokonazol ng/l <10,0 max.100 ng/l NMH
cyprosulfamide ng/l <10,0 max.100 ng/l NMH
DEET - diethyltoluamide ng/l <50,0 max.100 ng/l NMH
desmetryn ng/l <10,0 max.100 ng/l NMH
Diatrizoate ng/l <20,0

diazinon ng/l <10,0 max.100 ng/l NMH
Diclofenac ng/l <10,0

Diclofenac-4-hydroxy ng/l <10,0

difenoconazole ng/l <10,0 max.100 ng/l NMH
diflufenican ng/l <10,0 max.100 ng/l NMH
dichlorvos ng/l <50,0 max.100 ng/l NMH
Diltiazem ng/l <10,0

dimetachlor ng/l <10,0 max.100 ng/l NMH
Dimethachlor CGA 369873 ng/l 32,2

dimethachlor ESA ng/l <20,0 max.6000 ng/l NMH
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Parametr Jednotka Priimér Hygienicky limit
dimethachlor OA ng/l <20,0 max.100 ng/l NMH
Dimethachlor - suma metabolitli ng/l 23,0
dimethenamid ng/l <10,0 max.100 ng/l NMH
dimethenamid ESA ng/l <20,0 max.100 ng/l NMH
dimethenamid OA ng/l <20,0 max.100 ng/l NMH
dimethoate ng/l <10,0 max.100 ng/l NMH
Dimethomorph ng/l <10,0 max.100 ng/l NMH
diuron ng/l <10,0 max.100 ng/l NMH
epoxiconazol ng/l <10,0 max.100 ng/l NMH
Erythromycin ng/l <20,0
ethofumesate ng/l <10,0 max.100 ng/l NMH
Ethylparaben ng/l <10,0
fenitrothion ng/l <100,0 max.100 ng/l NMH
fenpropidin ng/l <20,0 max.100 ng/l NMH
fenpropimorph ng/l <20,0 max.100 ng/l NMH
fenthion ng/l <10,0 max.100 ng/l NMH
Fexofenadine ng/l <10,0
fluazinam ng/l <10,0 max.100 ng/l NMH
Fluconazole ng/l <10,0
Flufenacet ng/l <10,0 max.100 ng/l NMH
flufenacet ESA ng/l <20,0 max.100 ng/l NMH
flufenacet OA ng/l <20,0 max.100 ng/l NMH
fluopicolide ng/l <10,0 max.100 ng/l NMH
Fluoxetine ng/l <10,0
fluroxypyr ng/l <10,0 max.100 ng/l NMH
Furosemide ng/l <100,0
Gabapentin ng/l <50,0
Gemfibrozil ng/l <50,0
hexazinon ng/l <10,0 max.100 ng/l NMH
Hydrochlorothiazide ng/l <10,0
Chloramphenicol ng/l <50,0
chlorfenvinphos ng/l <10,0 max.100 ng/l NMH
chloridazon ng/l <10,0 max.100 ng/l NMH
chloridazon - suma metabolitd] ng/l 825,0 max.6000 ng/l NMH
chloridazon-desphenyl ng/l 610,7
chloridazon-methyl-despheny! ng/l 214,3
chlorotoluron ng/l <10,0 max.100 ng/l NMH
chlorotoluron desmethyl ng/l <10,0 max.100 ng/l NMH
chlorpyriphos ng/l <10,0 max.100 ng/l NMH
chlorsulfuron ng/l <20,0 max.100 ng/l NMH
Ibuprofen ng/l <100,0
Ibuprofen-2-hydroxy ng/l <50,0
Ibuprofen carboxylic acid (Carboxyibupro ng/l <100,0
imazalil ng/l <20,0 max.100 ng/l NMH
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Parametr Jednotka Priimér Hygienicky limit
imidacloprid ng/l <10,0 max.100 ng/l NMH
lomeprol ng/l <100,0
lopamidol ng/l <50,0
lopromide ng/l <100,0
Irbesartan ng/l <10,0
irgarol (cybutrine) ng/l <10,0 max.100 ng/l NMH
isoproturon ng/l <10,0 max.100 ng/l NMH
isoproturon-monodesmethyl ng/l <10,0 max.100 ng/l NMH
Isoxaflutol benzoic acid ng/l <10,0 max.100 ng/l NMH
Isoxaflutol diketonitril ng/l <10,0 max.100 ng/l NMH
isoxaflutole ng/l <10,0 max.100 ng/l NMH
Ketoprofen ng/l <20,0
Lamotrigine ng/l <10,0
linuron ng/l <10,0 max.100 ng/l NMH
MCPA ng/l <20,0 max.100 ng/l NMH
MCPB ng/l <20,0 max.100 ng/l NMH
MCPP (mecoprop) ng/l <10,0 max.100 ng/l NMH
Memantine ng/l <10,0
mesotrione ng/l <10,0 max.100 ng/l NMH
metalaxyl ng/l <10,0 max.100 ng/l NMH
metamitron ng/l <10,0 max.100 ng/l NMH
metazachlor ng/l <10,0 max.100 ng/l NMH
metazachlor ESA ng/l 29,6 max.5000 ng/l NMH
metazachlor OA ng/l 21,5 max.5000 ng/l NMH
Metformin ng/l <100,0 max.1000 ng/l MH
methiocarb ng/l <10,0 max.100 ng/l NMH
Methylparaben ng/l <20,0
metolachlor ESA ng/l 65,2 max.6000 ng/l NMH
metolachlor OA ng/l <20,0 max.6000 ng/l NMH
metolachlor (izomery) ng/l <10,0 max.100 ng/l NMH
Metoprolol ng/l <10,0
metribuzin ng/l <10,0 max.100 ng/l NMH
metribuzin desamino ng/l <10,0 max.100 ng/l NMH
Metribuzin desaminodiketo (DADK) ng/l <100,0 max.100 ng/l NMH
Mirtazapine ng/l <10,0
Naproxene ng/l <50,0
Naproxene-O-desmethyl ng/l <100,0
2-amino-4-methoxy-6-methyl-1,3,5-triazi ng/l <20,0 max.100 ng/l NMH
nicosulfuron ng/l <10,0 max.100 ng/l NMH
Norverapamil ng/l <10,0
oxadiazon ng/l <10,0 max.100 ng/l NMH
Oxcarbazepine ng/l <10,0
Oxypurinol ng/l <100,0
Paracetamol (Acetaminophen) ng/l <10,0
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Parametr Jednotka Priimér Hygienicky limit

Paraxanthine ng/l <100,0

pendimethalin ng/l <20,0 max.100 ng/l NMH
Peniciline G ng/l <20,0

pethoxamid ng/l <10,0 max.100 ng/l NMH
pethoxamid ESA ng/l <20,0 max.100 ng/l NMH
PFOA ng/l <10,0

PFOS ng/l <10,0

Phenazone (Antipyrine) ng/l <10,0

Primidone ng/l 10,7

prochloraz ng/l <10,0 max.100 ng/l NMH
prometryn ng/l <10,0 max.100 ng/l NMH
propachlor ng/l <10,0 max.100 ng/l NMH
Propachlor ESA ng/l <20,0 max.100 ng/l NMH
Propachlor OA ng/l <20,0 max.100 ng/l NMH
Propamocarb ng/l <10,0 max.100 ng/l NMH
propazin ng/l <10,0 max.100 ng/l NMH
propiconazol ng/l <10,0 max.100 ng/l NMH
Propranolol ng/l <10,0

Propylparaben ng/l <10,0

Propyphenazone ng/l <10,0

Prosulfocarb ng/l <10,0 max.100 ng/l NMH
quinoxyfen (chinoxyfen) ng/l 10,1 max.100 ng/l NMH
Ranitidine ng/l <10,0

Roxithromycin ng/l <50,0

Saccharin ng/l <50,0

Salbutamol (Albuterol) ng/l <10,0

Sertraline ng/l <10,0

simazin ng/l <10,0 max.100 ng/l NMH
Sotalol ng/l <10,0

Sulfamerazine ng/l <10,0

Sulfamethazin ng/l <10,0

Sulfamethoxazol ng/l <10,0

Sulfanilamide ng/l <10,0

Sulfapyridin ng/l <10,0

tebuconazol ng/l <10,0 max.100 ng/l NMH
Telmisartan ng/l <20,0

terbuthylazin ng/l <10,0 max.100 ng/l NMH
terbuthylazin-desethyl-2-hydroxy ng/l <10,0 max.100 ng/l NMH
terbutryn ng/l <10,0 max.100 ng/l NMH
terbutylazin-2-hydroxy ng/l <10,0 max.100 ng/l NMH
terbuthylazin-desethyl ng/l <10,0 max.100 ng/l NMH
thiacloprid ng/l <10,0 max.100 ng/l NMH
thiamethoxam ng/l <10,0 max.100 ng/l NMH
Thiencarbazone-methyl ng/l <20,0 max.100 ng/l NMH
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Parametr Jednotka Priimér Hygienicky limit
Tiamulin ng/l <10,0
Tramadol ng/l <10,0
tri-allate ng/l <20,0 max.100 ng/l NMH
Triclocarban ng/l <10,0
Triclosan ng/l <20,0
Trimetoprim ng/l <10,0
trinexapac-ethyl ng/l <10,0 max.100 ng/l NMH
Tritosulfuron ng/l <20,0 max.100 ng/l NMH
Valsartan ng/l <20,0
Valsartan acid ng/l <20,0
Venlafaxine ng/l <10,0
Venlafaxine O-desmethyl ng/l <10,0
Verapamil ng/l <10,0
Warfarin ng/l <10,0
1,1,2,2-tetrachlorethen po/l <0,10 max.10 pg/l NMH
1,1,2-trichlorethen po/l <0,10 max.10 pg/l NMH
1,1-dichlorethen pg/l <0,10
1,2-dichlorethan po/l <0,10 max.3 pg/l NMH
1,2-dichlorethen po/l 0
benzen po/l <0,10 max.1 pg/l NMH
bromdichlormethan po/l 2,44
bromoform pg/l 0,57
cis-1,2-dichlorethen po/l <0,10
dibromchlormethan po/l 2,21
dichlormethan pg/l <0,10
ethylbenzen po/l <0,10
chlorbenzen pg/l <0,10
chloroform po/l 1,9 max.30 pg/l MH
m- +p-xylen po/l <0,10
o+m+p-xylen pg/l 0
o-xylen ug/l <0,10
styren po/l <0,10
tetrachlormethan po/l <0,10
toluen po/l <0,10
trans-1,2-dichlorethen pg/l <0,10
trihalomethany pg/l 7,09 max.100 pg/l NMH
vinylchlorid pa/l <0,1 max.0,5 ug/l NMH
benzo(g,h,i)perylen ng/l <0,5
benzo(a)pyren ng/l <0,5 max.10 ng/l NMH
benzo(b)fluoranten ng/l <0,5
benzo(k)fluoranten ng/l <0,5
fluoranten ng/l 21
indeno(1,2,3cd)pyren ng/l <0,5
suma PAU(4) ng/l 0 max.100 ng/l NMH
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Parametr Jednotka Priimér Hygienicky limit
aldrin ng/l <3,0 max.30 ng/l NMH
dieldrin ng/l <3,0 max.30 ng/l NMH
heptachlor ng/l <3,0 max.30 ng/l NMH
heptachlorepoxid ng/l <3,0 max.30 ng/l NMH
hexachlorbenzen ng/l <3,0 max.100 ng/l NMH
lindan ng/l <3,0 max.100 ng/l NMH
methoxychlor ng/l <5,0 max.100 ng/l NMH
p,p'-DDE ng/l <3,0 max.100 ng/l NMH
p,p-DDT ng/l <3,0 max.100 ng/l NMH
AMPA (aminomethylfosfonova kyselina) ng/l <50,0 max.100 ng/l NMH
glyfosat (N-(fosfonomethyl)glycin) ng/l <50,0 max.100 ng/l NMH
uran mg/l 0,0010 max.15 pg/l NMH
bromdichloroctova kyselina (DCBAA) po/l 1,0
bromchloroctova kyselina (BCAA) ugll <2,0
dibromchloroctova kyselina (DBCAA) po/l 0,6
dibromoctova kyselina (DBAA) po/l 0,6
dichloroctova kyselina (DCAA) pg/l 0,5
halogenoctové kyseliny (HAA) - suma 5 po/l 1,2
halogenoctové kyseliny (HAA) - suma 9 ugll 2,6
monobromoctova kyselina (MBAA) po/l <1,0
monochloroctova kyselina (MCAA) ug/l <10
tribromoctova kyselina (TBAA) ug/ | <5,0
trichloroctova kyselina (TCAA) po/l 0,6
Legenda:

Hodnoty uvedené se znaménkem méné nez (<) jsou hodnoty pod mezi stanovitelnosti pouzité analytické metody.
Hygienické limity odpovidaji limitdm uvedenym ve vyhlaSce MZ €. 252/2004 Sh. (Pfiloha €. 1) a limitnim hodnotam uvedenym v Seznamu

posouzenych nerelevantnich metabolitl pesticidi MZ CR.

Vypocet priméru pfi pouziti mezi stanovitelnosti:
V pfipadé, Ze ve vypoctu prdiméru figuruje mez stanovitelnosti, je do vypoc&tu brana polovina meze stanovitelnosti.

Typ limitu:

DH - doporucena hodnota, MH - mezni hodnota, NMH - nejvys$Si mezni hodnota
Mezni hodnota pro prazskou distribuéni sit"
Pro ukazatel pocty kolonii 22°C je 300 KTJ/ml a pro ukazatel pocty kolonii 36°C je 100 KTJ/ml.

Pach / chut: stupen 0, 1, 2 pfijatelny / pfijatelna pro odbératele; stuperi = 3 nepfijatelny / nepfijatelna pro odbératele.

Pfepocet jednotek:
1 ng/l = 0,001 pg/l = 0,000001 mg/l

Udaje o kvalité vody reprezentuji primér za danou oblast. U smési se lokalné mize pomér jednotlivych zdrojd lisit.
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